
INSPECTIONS REQUIRED

SEE TABLE 'A' SEE TABLE 'B'

#4 Horizontal Bar
continuous below top 

block
(use bond beam block 

and grout top and 
bond beam courses)

SEE TABLE "A"

SEE TABLE "B"

6" OR 8" BLOCK

FINISH GRADE

1-#4 BAR CONTINUOUS

2-#4 BARS 
CONTINUOUS

(REVERSE DIRECTION
EVERY OTHER BEND)

FILL CELLS SOLID WITH 
GROUT WHERE STEEL 

OCCURS

6" OR 8" BLOCK

3"
CLEAR

3"
CLEAR

ALL 
FOOTINGS 
SHALL BE 

A MINIMUM 
5' TO 

DAYLIGHT

12"

Width “W” Width “W”

12"

SEE TABLE 'A'

Width “W”

SEE TABLE 'B'

Width “W”

Vertical 
Reinforcement 

See table ‘A’

Vertical 
Reinforcement 

See table ‘B’

Footing Option “A” Footing Option “B”

10"10"
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